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ALL EXISTING FIRE ALARM DEVICES ARE TO BE
REMOVED BY THE COMPLETION OF THE
PROJECT UNLESS NOTED OTHERWISE ON THIS
DRAWING.  MAINTAIN EXISTING DEVICES IN
OPERATION TO THE EXTENT POSSIBLE UNTIL
THE NEW SYSTEM IS OPERATIONAL AND
TESTED. AT A MINIMUM, MAINTAIN OPERABLE
MANUAL PULL STATIONS AT EXITS UNTIL THE
NEW FIRE ALARM SYSTEM HAS BEEN
INSTALLED, TESTED, AND ACCEPTED. IF
NON—OPERABLE DEVICES ARE INSTALLED
ADJACENT TO OPERABLE DEVICES, PROVIDE A
COVER OVER NON—OPERABLE DEVICES AND

LABEL "NOT IN SERVICE”.
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